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A PLL-Based Multirate Structure for Time-Varying
Power Systems Harmonic/Interharmonic Estimation
Janison Rodrigues de Carvalho, Carlos A. Duque, Member, IEEE, Moisés V. Ribeiro, Member, IEEE,
Augusto S. Cerqueira, Thomas L. Baldwin, Senior Member, IEEE, and Paulo F. Ribeiro, Fellow, IEEE

Abstract—This paper describes a phase-locked-loop (PLL)based power systems harmonic estimation algorithm, which uses
an analysis filter bank and multirate processing. The filter bank
is composed of bandpass filters. The initial center frequency of
each filter is purposely chosen to be equal to harmonic frequencies. However, an adaptation strategy makes it possible to track
time-varying frequencies as well as interharmonic components.
A downsampler device follows the filtering stage, reducing the
computational burden, especially because undersampling operations are performed. Finally, the last stage is composed of a PLL
estimator which provides estimates for amplitude, phase, and
frequency of the input signal. The proposed method improves
the accuracy, computational effort, and convergence time of the
previous harmonic estimator based on cascade PLL configuration.
Index Terms—Multirate signal processing, phase-locked loop
(PLL), time-varying harmonic/interharmonic estimation.

I. INTRODUCTION
ITH the increased application of power electronics,
controllers, motor drives, inverters, and flexible ac
transmission systems (FACTS) devices in modern power
systems, distortions in line voltage and current have been
increasing significantly. These distortions have affected the
power quality (PQ) of the power system and to maintain it
under control, the monitoring of harmonic and interharmonic
distortion is an important issue [1]–[3].
The discrete Fourier transform (DFT) is a suitable approach
to estimate the spectral content of a stationary signal. However,
it loses accuracy under time-varying conditions [4]. As a result,
other algorithms must be used. The short-time Fourier transform
(STFT) can partly deal with time-varying conditions but it has
the limitation of a fixed window width chosen a priori and this
imposes limitation for the analysis of low-frequency and highfrequency nonstationary signals at the same time [5].
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The IEC standard drafts [6] have specified signal-processing
recommendations and definitions to harmonic and interharmonic measurement. These recommendations utilize the DFT
over a rectangular window of exactly 12 cycles for 60 Hz (10
cycles for 50 Hz) and a frequency resolution of 5 Hz. However,
different authors [7], [8] have shown that the detection and
measurement of interharmonics, with acceptable accuracy, are
difficult to obtain by using the IEC specification.
Unlike the previous methods that follow the IEC standard,
other techniques based on the Kalman filter, adaptive notch
filter, or PLL approaches have been applied in harmonic
and interharmonic estimation. The main disadvantage of the
Kalman filter is the higher order model required to estimate
several components [9]. In [3], the enhanced phase-locked
loop (EPLL) [2] is used as the basic structure for harmonic
and interharmonic estimation, and several of these sections are
arranged together. Each one is adjusted to estimate a single
sinusoid waveform. The convergence takes about 18 cycles,
but it can take more than 100 cycles for higher harmonic frequencies, mostly if there is a fundamental frequency deviation.
In [10], a new multirate filter bank structure for harmonic and
interharmonic extraction is presented. The method uses EPLL
as an estimation tool in combination with sharp bandpass filters
and downsampler devices. As a result, an enhanced and low
computational complexity method for parameters estimation of
time-varying frequency signals is obtained.
This paper presents a new version of the proposed method
in [10]. The main contribution of this new version is concerned
with the new concept of apparent frequency and the undersampling. The undersampling is deliberately used in order to reduce the computational effort of the overall estimator, while the
signal reconstruction remains possible. Furthermore, the convergence time of the parameter estimator is reduced. Finally, but
not least, the new approach leads to better structures to be implemented in the fixed-point arithmetic processor. This is because
the downsampler feeds the PLL estimator with a fake signal
whose frequency is close to 60 Hz. As the PLL parameters are a
function of the signal frequency to be estimated, all PLL cores
will have a similar structure that can be optimized to be implemented in fixed-point processors. Implementation in fixed-point
processors means lower cost of the final product.
This paper is organized as follows. Section II presents some
concepts about the digital filter bank. Section III describes the
multirate processing, the concepts of undersampling, and apparent frequency. Section IV describes the proposed structure
and presents the recursive equations of the EPLL method [2].
Section V presents two structures of harmonic estimation for

0885-8977/$26.00 © 2009 IEEE
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Fig. 1. Typical analysis filter bank.

comparison. The simulation results are shown and discussed in
Section VI. Finally, conclusions are stated in Section VII.
II. DIGITAL FILTER BANK
A digital filter bank [11] is a collection of digital bandpass filters with either a common input (the analysis bank) or a summed
output (the synthesis bank). The analysis bank is the focus of
this section.
into
The analysis filter bank decomposes the input signal
subband signals
, each one
a set of
occupying a portion of the original frequency band. Fig. 1 shows
a typical analysis filter bank.
In this paper, the filter bank differs from traditional filter
banks found in the literature [11], [12]. This is due to the filters
employed here. Basically, they are conventional parametric IIR
bandpass filters [12] given by
(1)
The main objective of using the bandpass filters consists of
extracting each of the components, fundamental and harmonics
(or interharmonics), normally found in power systems. Another
objective is to reduce the noise level at the input of the estimation
stage. This filter was chosen, in this design, for the following
reasons:
• it is a parametric filter, which means that the central frequency may be adjusted easily by changing the factor in
(1); treating the factor as an input parameter provides a
quick way to set the central frequency in an adaptive algorithm;
• at the central frequency, the phase shift induced by the filter
is zero; by tuning the central frequency of the IIR filter to
the desired bandpass frequency, the signal of interest will
not be shifted in phase;
• despite the low order of the IIR bandpass filter (it can used
in cascade configuration), the frequency response has an
appropriate characteristic.
The magnitude responses of (1) are plotted in Fig. 2(a) for the
bandpass centered at a fundamental frequency (60 Hz) and some
of its odd harmonics. Solid lines are for the single second-order
filter of (1) while dashed lines show the response for a cascade
structure of two second-order filters. The phase response of the
filter centered at the fundamental component filter is detailed in
Fig. 2(b). Notice the zero-phase response at the frequency 60
Hz mentioned previously.
The previous transfer function has a narrow bandwidth when
the poles are a pair of complex conjugates near the unit circle.

Fig. 2. Frequency response: (a) Magnitude responses of parametric bandpass
filters of (1). (b) Phase response for the filter centered at the fundamental frequency.

Fig. 3. Block diagram representations of sampling rate alteration devices. (a)
The downsampler. (b) The upsampler.

The parameter controls this proximity defining the 3 dB-bandwith of the filter. The maximum magnitude value occurs at diswhich is related to by the expression
crete frequency
.
Although the parameter near the unit produces a sharper
magnitude response, it increases the transient time response.
This fact is very important because the convergence time of the
estimator is proportional to the duration of the transient response
0.98 and
caused by the filter. For example, using (1) with
an input signal of 60 Hz with 128 points per cycle, the transient
virtually decays at about four cycles.
III. MULTIRATE PROCESSING
The two basic components in sampling rate modification are:
1) the downsampler, to reduce the sampling rate; and 2) the upsampler, to increase the sampling rate [12]. The block diagram
representation of these two components is shown in Fig. 3. The
downsampler will be described in this section.
is
A downsampler with a downsampling factor , where
with a sama positive integer, creates an output sequence
pling rate
times smaller than the sampling rate of the input
.
sequence
The input–output relationship can be written as
(2)
In frequency domain, it can be shown that [12]
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apparent frequency
angle

is obtained by analyzing the

(5)
Case 3) The new angle
falls into the upper semicircle
after one revolution, as shown in Fig. 4(d). Undersampling was performed again. The apparent frequency is obtained by analyzing the angle

(6)

Fig. 4. Alternative interpretation of the downsample effect in a single sinusoidal signal. (a) Original position of the component with frequency f . (b) Position of the component after downsampling  <  . (c) Position of the component after downsampling  <  < 2 . (d) Position of the component after
downsampling 2 <  < 3 .

(3)
Equation (3) implies that the DTFT of the downsampled
is a sum of uniformly shifted and stretched
output signal
, scaled by a factor
.
versions of DTFT of input
The direct application of (3) is sometimes unnecessary, especially with the assumption of a single sinusoidal component
at the downsampler input. A simple method can be applied alternatively, as shown in Fig. 4. Fig. 4(a) shows a circle where
a sinusoidal component of frequency is correctly placed with
the angle (in radians) given by
(4)
is the sampling frequency. After downsampling with
, the output component exhibits a new angle position
, as shown in Fig. 4(b)–(d).
There are some singularities to be considered when a sinusoid is downsampled. It is clear that undersampling can be performed. As a result, the frequency of the downsampled sequence
can be different (lower) from the frequency of the input sequence. This new frequency will be referred to as the apparent
frequency. We can resume singularities as:
is lower than radians. This case
Case 1) The new angle
is shown in Fig. 4(b). The output signal represents
the original signal with frequency , that is, no undersampling was performed.
falls into the lower semicircle, as
Case 2) The new angle
shown in Fig. 4(c). The output signal was obtained
by undersampling the input and the mirror component, in the dashed line, has to be considered. The

where
a factor

If the number of revolutions is greater than 1, they must be
discounted and then case 2 or case 3 can be applied.
The common sense indicates that undersampling (when the
sampling frequency is lower than the Nyquist rate) is a prohibitive operation in signal processing, because the aliasing phenomena [12] deforms the signal frequency spectrum. However,
there are at least two applications where undersampling is applied and the original signal can be reconstructed without error:
1) in filter bank theory and 2) single sinusoid signal. In the first
case, the aliasing phenomena in the filter bank stage is avoided
by the proper design of the analysis and synthesis filter banks
[11]. The second case is easier to understand and correct, as
discussed previously. If the signal is composed by a single sinusoid, the aliasing has no effect in superimposing other components with the component of interest. Thus, the undersampled
signal is a representation of the sinusoidal component but with
a different frequency—the defined apparent frequency.
IV. PROPOSED STRUCTURE
The proposed structure for harmonic estimation is shown in
Fig. 5. Fifteen bandpass filters compose the filter bank. The th
bandpass filter is previously designed with its central frequency
, where
. Although this
being equal to
design is specific to the analysis of harmonic content up to the
15th component, it can be expanded to analyze harmonics of
higher order. Basically, the main idea of this research is to show
that undersampling can be used in benefit to achieve an efficient
and low-cost structure, incorporating the concepts of multirate
processing with an estimation tool—the PLL.
After the filtering stage, the downsampler devices reduce the sampling rate, performing an undersampling for
, according to Table I. Regarding this table,
5 to
15, the difference between the true frequency
from
values, placed in column , and the apparent frequency values,
placed in column
can be noticed.
Finally, the last stage is the estimator stage. This is composed
by the Enhanced-PLL (EPLL) system [2], which is responsible
. These
for extracting three parameters from its input signal
parameters are the magnitude, the frequency, and the total phase,
that is

(7)
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comes from the periodic orbit theorem associated with the EPLL
dynamic equations [13].
First, assume an electrical signal is composed of the fundamental, several harmonics components, and noise. This signal
can be written as
(10)

Fig. 5. Proposed structure for harmonic estimation.

TABLE I
TYPICAL VALUES FOR THE DOWNSAMPLING FACTOR AND ITS
EFFECTS IN CHANGING FREQUENCY OF THE INPUT SIGNAL

The EPLL discrete-time recursive equations are

(8)
where , , and
are constants that determine the speed of
convergence and steady-state error,
is the sampling period,
is the error signal given by
and

where
is the fundamental component,
is the sum of
harmonics, and
is the noise. Let the objective be the excomponent. The theorem concludes that
traction of the
the response of dynamic equations of EPLL will converge to a
. This occurs for
periodic solution in the neighborhood of
a proper choice of parameters
and the neighborhood is determined by these parameters and the component
. In other words, if the fundamental component of
a highly polluted electrical signal is to be extracted, the estimation will present oscillations due to the presence of harmonics
and noise. When using analysis filter banks (for signal enhanceis reduced, so the periodic orbit
ment), the energy
.
becomes close to
This theorem can be extended to the estimation of each harmonic and to the case when the frequency is time varying as
stated below.
Assume that the th bandpass filter was designed with a central frequency equal to
and there is a frequency deviation
. Despite the sharp magnitude response of the
is not combandpass filter (Fig. 2), the component close to
pletely attenuated and the value of the frequency, phase, and
amplitude of it will be estimated. The capability of EPLL of
tracking the actual frequency of the attenuated component is
used to update the central frequency of the bandpass filter and,
after the transient response, all parameters are correctly estimated, since the phase response of the filter is zero at the central frequency. The smaller the frequency deviation is (such as
in electric power systems), the faster the transient response is.
Note that all other frequency components than the central
frequency are attenuated by the filter, which reduces the term
in (10). Furthermore, the bandpass filter increases the
signal-to-noise ratio (SNR) (i.e., it reduces the noise variance)
, by a factor that depends on the paramand consequently
eter . The theoretical relationship between the output variance
and input variance
is given by [12]

(9)
(11)
From Fig. 5, it can be seen that the estimated frequency of
each EPLL block is used to update its respective bandpass filter.
There are many strategies to do this. Here, we chose to use an
instantaneous update by using the output of a moving average
filter (MAF) attached to the EPLL block output.

For example, for
0.98, the SNR is increased by 17 dB.
Thus, the analysis filters are used to split the components,
improving PLL performance by providing (“theoretically”) a
single sinusoidal signal at the input of each PLL.

A. Theoretical Analysis of the Multirate Structure
Signal enhancement is a common preprocessing approach
used in parameter estimation. It consists of extracting an unwanted signal component or noise from the source signal that
would degrade the estimation performance. When used as an
estimator, the EPLL shows improvements when signal enhancement is performed first. The supporting theoretical argument

B. Downsampling Benefit
The advantages of inserting the downsamplers between the
bandpass filter and the EPLL estimators are twofold: 1) it reduces the computational complexity of the algorithm and 2) it
allows the definition of a single set of EPLL parameters, applied uniformly to each frequency band. The first advantage is
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based on exchanging the extra operations from the filtering stage
with the simplification of the estimation stage by using a lower
sampling rate. The second advantage comes from a single set
of EPLL constants. In a single-rate approach (conventional),
these constants must be modified and adjusted for each harmonic component. In a multirate approach, the EPLL estimates
an undersampled signal whose frequency is between 60–240 Hz
(see Table I) and only one set of constants is necessary. This
strategy is adopted to allow the parameter estimation of any harmonic in a frequency band where the EPLL constants were exhaustively tested. This fact explains the reasons for the choice
of the downsampler factors in Table I.
V. METHODS FOR COMPARISON
A brief description of two methods used for comparison is
made here. Two parameters are used for comparison with these
methods. The first one is the convergence time, defined here as
error band.
the time necessary to attain and stay inside the
The second one is the mean squared error (MSE) on steady state.
For any parameter , taken from (8), the MSE is given by
(12)
where

is the number of samples and

is the actual value.

A. Short-Time Fourier Transform (STFT)
The STFT is also known as the time-dependent Fourier transbe the signal of interest. The STFT of
is deform. Let
fined as [12]
(13)
where

is a suitably chosen window of length and
is the harmonic order.
at time
is the DFT
Interpreting (13), the STFT of
. Shifting from
to , the
of the sequence
STFT is now the DFT of the sequence
. It can
be concluded that the STFT provides the spectral contents of the
.
sliding window in time of the sequence
The choice of window sequence depends on desirable characteristics of each one in the frequency domain, such as a reduction of leakage effect, etc. [14]. Some examples of windows
are: Rectangular, Hamming, Hann, and Bartlett.
B. EPLL Cascade Structure
This method was proposed in [3]. It employs a cascade configuration of modified units of (8), as is shown in Fig. 6. The
signal to be analyzed is the input of the unit responsible to ex. This component is subtract the fundamental component
tracted from the input signal and then the second unit is responsible to extract the second harmonic component. This process
continues until the th component of interest.
The EPLL blocks on Fig. 6 are said to be modified because of
the use of two first-order lowpass filters on their internal structure. These filters are included to prevent the error on estimating

Fig. 6. EPLL cascade structure proposed in [3] for harmonic and interharmonic
estimation.

the component of interest caused by the other harmonic and interharmonics components and noise. Besides, first-order lowpass filters are also included on the output to smooth results.
C. Comments on Asynchronous Sampling
Although the EPLL cascade structure performance does not
depend on the sampling process, the STFT performance is directly related to this process. If the sampling rate is supposed to
be constant and synchronous with the fundamental component,
and only the harmonic component is presented in the signal, the
STFT becomes the better fit for harmonic estimation. However,
the STFT is not able to track frequency changes, and provides
only the amplitude and phase angle of the th component by calculating the modulus and phase of the complex number of (13).
With asynchronous sampling, it loses accuracy, as discussed in
the next section.
The STFT can be interpreted as an analysis filter bank composed of complex filters. Assuming a frequency deviation in an
electrical signal under analysis, a possible way of adapting the
STFT is to provide synchronous sampling. Thus, the central frequency of the th filter of (13) is adapted to match the actual
frequency. We can observe a similar strategy in [15] where a
variable sampling frequency is presented to improve the phasor
estimation for digital relaying.
Fig. 7 shows the magnitude response of the STFT filter, with a
rectangular window centered at 60 Hz. The magnitude response
for the cascade filter consisting of two second-order bandpass
filters (1) is shown in the same figure for comparison.
Note that the STFT has high rejection for the harmonic frequencies. If the sampling rate is not synchronous or if there are
interhamonic components in the input signal, then the estimation error increases significantly. On the other hand, when compared with the STFT, the bandpass filter presents better noise rejection over all frequencies, except at the harmonic frequencies.
Furthermore, the update of the central frequency of the bandpass
filter is easily accomplished because the filter is parametric.
In this paper, the STFT was implemented without employing
a synchronization algorithm and using a Hamming window,
being used as an additional comparison method. However, it is
worth mentioning that there is a lack of works in the literature
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Fig. 7. Magnitude response of STFT and bandpass filter centered at 60 Hz.

Fig. 8. Amplitude estimation: presence of harmonics and disturbance in am0.5 s.
plitude at time t

=

that addresses the STFT under the time-varying frequency
condition.
VI. SIMULATIONS RESULTS
This section presents the performance of the proposed
method for some commonly found conditions of parameter
variations of the power system voltage signal. All simulations
were performed by programming all methods in MATLAB.
The simulation parameters are the following. The sampling
60 Hz, that is, 128 points per cycle of a
frequency is
signal with frequency
60 Hz. A cascade structure of two
0.98. The EPLL conbandpass filters of (1) is used with
are 300, 500, and 6, respectively, for all
stants , , and
units. The order of MAF filters used at the EPLL output is 24.
The process of determining the set of constants starts with the
use of constants of previous works [1]–[3], [13]. Particularly, in
[2], some good tips are given to solve this question. Following
the instruction of [13], the set used was determined after a large
battery of numerical tests. We observed low transient response
(about 1 cycle) and low steady-state error.
The STFT method uses the Hamming window of length 128,
that is, one cycle of the fundamental signal. For the EPLL cas100,
700, and
cade structure, the constants set are
50 for the fundamental component and increases with the
order of component. For the 15th harmonic component, the con100,
1300, and
75. These values for
stants are
constants are higher than that used in [3] with the objectives of
the estimations becoming more fast.
We emphasize that frequency deviations and harmonic levels
considered here are nonrealistic in real power system voltage
signals. However, these deviations and levels are commonly
used in the literature to test measurement systems to emphasize
its performance in severe conditions of variation. For example,
with a step changing in frequency, it is interesting to observe the
time of convergence of the methodology.
A. Presence of Harmonics
In this case, a typical power system polluted signal is considered, with the signal corrupted by harmonics. The amplitudes

Fig. 9. Comparison of methods for estimating the 15th harmonic.

of harmonics are inversely proportional to its order. Besides, at
0.5 s, the amplitude is abruptly reduced
time

(14)
Fig. 8 shows the estimated amplitudes of (14). The method
is capable of extracting each component. Amplitude estimation
of the 15th harmonic component is detailed in Fig. 9. The results of cascade structure and STFT method are also shown for
comparison. Note that the result of multirate structure remains
inside % error band after transient response, as well as the result
of the STFT method. However, for cascade structure, the estimation is very close to the edge of 2% error band. This behavior
is observed for the other harmonic components.
The MSE and convergence time after disturbance can be observed, respectively, in Fig. 10(a) and (b). The multirate structure presented MSE errors lower than the cascade structure and
convergence time was about 0.1 s for all components. The STFT
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Fig. 12. Relationship between MSE and SNR for the three methods considered.
Fig. 10. Parameters of comparison for the input signal of (14), after the disturbance occurred at t 0.5 s. (a) Mean-squared error. (b) Convergence time.

=

Fig. 13. Amplitude estimation: Effect of step changing in frequency.
Fig. 11. Amplitude estimation for SNR

= 17.5 dB.
C. Step Variation of Frequency

presents the lowest MSE and it is the fastest method, since there
is no frequency deviation.

In this case, a disturbance in frequency is forced. The input
1 s, a
signal is also composed of odd harmonics but at time
step change in fundamental frequency is imposed

B. Presence of Additive White Gaussian Noise
This case tests the noise immunity of the multirate method.
A zero-mean white Gaussian noise
, with variance , is
added to the fundamental component to obtain the input signal
(15)

(16)

.
where
Fig. 11 presents results of simulations for an SNR of 17.5 dB.
The proposed method and cascade structure present better results than STFT.
Comparison of methods is made regarding Fig. 12. It shows
the relationship between MSE and SNR for the three methods.
It can be seen that the multirate structure presents the best performance for an input signal corrupted by additive noise.

Fig. 13 shows the estimated amplitudes of (16). Note that the
step changing in frequency causes a disturbance in amplitude
estimation. However, the system is capable of providing correct
results, after a transient response.
The amplitude estimation of the 11th harmonic component
is detailed in Fig. 14. The STFT method fails for this input
signal condition, presenting an instantaneous error that reaches
4.3% for this harmonic. The multirate and cascade structures
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Fig. 14. Comparison of methods for estimating the 11th harmonic.
Fig. 16. Parameters of comparison for the input signal of (16), after the disturbance occurred at t = 1 s. (a) Mean-squared error. (b) Convergence time.

Fig. 15. Frequency tracking of the 7th and 15th harmonics for a step change in
fundamental frequency (1f = 1 Hz).
Fig. 17. Amplitude estimation: sinusoidal variation of frequency of input signal
(17).

provide correct estimations. Note that the multirate structure is
the fastest to attain the 2% error band after the disturbance.
Since jumps from 60 to 61 Hz, the frequency deviation of
1 Hz. So, the frequency
the fundamental component is
Hz. The frequency
deviation of the th harmonic is
tracking characteristics of the 7th and 15th harmonic components are shown in Fig. 15. Note that the larger the frequency
deviation is, the longer the time to track it. This fact explains
the longest transient time of high-order components in Fig. 13.
The MSE for three methods is shown in Fig. 16(a). Unlike the
previous cases, STFT presents a large error. The multirate structure keeps its performance presenting the smallest MSE. The
convergence time of amplitude after the disturbance is shown in
Fig. 16(b). This parameter is not computed for the STFT method
because the estimation is not limited to the 2% error band. Note
that the proposed method is faster than the cascade structure.
D. Sinusoidal Variation of Frequency
A more realistic case is evaluated now. The input signal is
considered to have a sinusoidal variation of frequency around

the ideal value . The 3rd, 5th, and 7th harmonic components
are also present in the input signal

(17)
The total phase

is given by
(18)

where
is the maximum frequency deviation and
is the
frequency of variation. Fig. 17 shows estimated amplitudes of
1 Hz and
0.5 Hz.
(17) considering
Details of amplitude estimation for the 5th harmonic component are shown in Fig. 18. Note that in this case, the cascade
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Fig. 20. Parameter of comparison for the input signal of (17), the mean-squared
error.

Fig. 18. Comparison of methods for estimating the 5th harmonic.

Fig. 21. Amplitude estimation: effect of ramp variation of frequency.

Fig. 19. Frequency tracking of the fundamental and 5th harmonic components
for sinusoidal variation.

The total phase

is given by

(20)
structure fails. The multirate structure provides amplitude estimation for this component within the 1% error band. STFT
presents an oscillatory behavior that tends to increase in pro.
portion to
The frequency tracking performance is shown in Fig. 19 for
the fundamental and 5th harmonic components. The proposed
method provides results closer to the references than the cascade
structure. The delays in time of estimations are 30 ms and 100
ms for the multirate method and cascade structure, respectively.
The MSE of the estimated amplitudes is shown in Fig. 20.
The proposed method provides low MSE for every component
of the input signal.
E. Ramp Variation of Frequency
In this case, a ramp variation of frequency is considered. This
is a common condition found in a load-shedding scenario. The
3rd and 5th harmonics are also present in the input signal

(19)

where the instantaneous frequency

is

(21)

is the frequency deviation and and are the
In (21),
beginning and the end of the ramp, respectively. Fig. 21 shows
the estimated amplitudes for the input signal of (19) considering
1 Hz,
0.75 s, and
2.25 s. That is, a ramp
variation of frequency is considered within the interval
2.25 with a slope of 0.667 Hz/s.
Details of amplitude estimation for the fifth harmonic component are shown in Fig. 22. Note that for STFT, the instantaneous
error increases in proportion to the increase in frequency. The
multirate structure provides amplitude estimation for this component within the 1% error band.
The frequency tracking performance is shown in Fig. 23 for
all components. Both methods are able to track the ramp variation imposed in frequency.
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Fig. 24. Amplitude Estimation: presence of an interharmonic frequency f

Fig. 22. Comparison of methods for estimating the 5th harmonic.

200 Hz.

Fig. 23. Frequency tracking for the fundamental, 3rd, and 5th harmonic components.

=

Fig. 25. Comparison of methods for estimating the interharmonic component.

F. Presence of the Interharmonic Component
Finally, this case tests the capability of estimating an interharmonic component. The input signal is considered to be composed of the fundamental and the interharmonic component

(22)
where
200 Hz is the interharmonic frequency considered
for simulation.
Fig. 24 shows the amplitude estimations for components of
(22). Note the increase in convergence time for the amplitude of
interharmonics compared to the case of harmonic components.
This is due to the initialization of the structure with harmonic
frequencies.
Amplitude estimation of the interharmonic component is detailed in Fig. 25. The result of the cascade structure is shown
for comparison while STFT is not able to track this component
because of the window length. The difference between the convergence of the two methods is evident. Convergence time of
the proposed structure is 0.44 s against 19.2 s of the cascade

structure. Besides, the multirate method provides amplitude estimation within the 1% error band.
Fig. 26 shows the frequency tracking for the interharmonic
component. Note the capability of quickly tracking the multirate
structure.
G. Phase Estimation
Phase estimation is an important parameter for the phasor
measurement unit (PMU) and control of active filters. Besides,
it is an important parameter to characterize the electrical power
system in general terms. However, when the system frequency
is time varying, it is a challenging task. The proposed method
is able to correct the phase when the frequency changes. The
worst case is when the frequency varies according to (18). This
case will be considered in this section.
For simulation, we assume constant phases for each component of (17). Thus, the total phase for the th harmonic component is given by
(23)
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TABLE III
COMPUTATIONAL EFFORT IN NUMBER OF ADDS, MULTIPLICATIONS,
AND TABLE SEARCH (FUNCTIONS SIN E COS)

H. Computational Complexity Comparison
The simulations have shown advantages of the proposed
method in terms of convergence time and steady-state error.
The computational effort is evaluated now. It is computed
by the number of multiplications, additions, and table search
(functions sin and cos) for each method: the multirate method,
the EPLL-cascade structure, and the STFT method.
Table III shows the number of operations performed in one
cycle of the fundamental component to estimate from this component to the 15th harmonic component, including the even
order harmonics. This table shows superiority of the multirate
structure. Compared with operations of the cascade structure,
the proposed method performs only 53.8% of additions, 50.4%
of multiplications, and 10.7% of table search. Compared with
the STFT method that uses a square root operation not computed in Table III, the advantages of using the proposed method
are more evident. Although the inclusion of bandpass filters increases the number of operations, the undersampling operation
compensates these extra numbers of additions, multiplications,
and table searches. Thus, a low computational effort structure is
obtained.

Fig. 26. Frequency tracking of the interharmonic component.

Fig. 27. Error in the estimation of constant phase  .

TABLE II
MSE- PHASE ERROR COMPARISON

I. Hardware Implementation
Let be, respectively. equal to 0, 0.8, 0.5, and 1.5 radians
1, 3, 5, and 7. The estimated phase is given by
for
(24)
is the harmonic estimated total phase (
3, 5, and
where
7), including the constant phase term. Note that the fundamental
total phase is used as a reference.
Fig. 27 shows the phase error, given by
(25)
As observed, the maximum error is smaller than 0.06 rad,
which is the same order than the sample angle which is given
0.0491 (128 is the number of sample per cycle).
by
Note that the third harmonic presented the worst error due the
proximity with the 60-Hz component.
Table II shows the MSE for the proposed method and the
Cascade EPLL structure. The MSE for the STFT is not shown
because the STFT is not able to estimate the phase in this case.
Note that the cascade EPLL has better phase estimation only for
the 5th harmonic.

Although all simulations in this paper were performed by
using float-point arithmetic, it is worth mentioning that the
multirate structure is useful for fixed-point arithmetic implementation. This is because the EPLL cores track the apparent
frequency, instead off the real harmonic. As we can see in
Table I, the highest apparent frequency to track is 240 Hz. This
means that all cores can be configured with the same internal
parameters. This regularity is highly desirable in fixed-point
implementation.
VII. CONCLUSION
This paper presents an improved PLL-based structure for
time-varying harmonic and interharmonic estimation. This
structure makes use of multirate signal processing. The main
objective is to show how analytical filter banks can be applied
together with an estimation tool (EPLL) for PQ monitoring
applications and identifying the advantages of using it.
The STFT, with a rectangular window, is the best estimation
approach if the power system frequency is not time varying and
there is not interharmonics in the input signal. However, if these
conditions fail, an additional circuit must be included to guarantee a coherent sampling rate and a better window must be
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used in order to attenuate the interharmonic component. For example, by using the Hamming window, better results than the
traditional DFT method are obtained when a frequency deviation occurs, but the interharmonic measurement is possible only
if STFT is applied on multiple cycles of the fundamental signal.
This paper shows that the computational effort for a nonrectangular window is higher than the multirate approach.
The EPLL-cascade structure is capable of frequency tracking
and is able to estimate interharmonic, but this structure presented the highest convergence time. This fact is, in part, due to
the internal filters added to the PLL structure. These filters also
create difficulty for the constants adjustment to track the components. The multirate structure is able to track interharmonic
and improves the harmonic estimation in the presence of the interharmonic by enhancing the input signal that will be processed
by the EPLL. However it does not solve the problem of interharmonic completely and more research must be carried out in this
direction.
The theoretical proof of convergence of the present algorithm
is out of the scope of this paper; however, with the bandpass update strategy adopted here, all simulations examples converged
in a small time when compared with other PLL approaches. The
challenge now is reducing the convergence time and in this case,
new strategies of update must be investigated.
Finally, by comparing these two methods—the multirate
structure and the cascade of EPLL—the former provides fast
estimations with low steady-state error, especially due to
the prefiltering stage. Besides, the undersampling operation
allows the extraction of parameters of high-order harmonics
with a low sampling rate. This operation is responsible for
significantly reducing the computational effort and reducing
the difficulty of implementing the method in digital signal
processor (DSP)-based systems.
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